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TYPICAL GENSET

Figure 1-2 illustrates a typical genset and the fea-
tures requiring attention during operation and peri-
odic maintenance.

Removing the access cover: Turn the two cover
latches counterclockwise to OPEN and pull the top
of the cover outwards.

Securing the access cover: Position the bottom of
the cover so that its lip catches the top edge of the
base tray, rotate the top of the cover towards the
genset and turn the two cover latches clockwise to
CLOSED, making sure the latches catch.

WARNING  Operating the genset with the ac-
cess cover off can lead to severe burns and en-
gine damage due to overheating. Always secure
the cover after starting the genset.
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FIGURE 1-2. TYPICAL GENSET
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